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Department of Commerce Jim Doyle, Governor
Mary P. Burke, Secretary

July 29, 2005
CONTAINMENT SOLUTIONS INCORPORATED CONTAINMENT SOLUTIONS, INC.
TODD BOGENRIEF ROBERT SERGENT
9505 GENEVIEVE DRIVE 5150 JEFFERSON CHEMICAL RD.
ST.JOHN IN 46373 CONROE TX 77301

Re: Description: SEWAGE TANKS, FIBERGLASS

Manufacturer: CONTAINMENT SOLUTIONS, INC.

Product Name: SEPTIC, HOLDING, PUMP, SIPHON OR SEPTIC TANK EFFLUENT PUMP SYSTEM
(STEPS)

Model Number(s): G6-SWT 7000 (8' DIAMETER)
(6777 GALLONS MAX. CAPACITY, 7 FT. MAX. DEPTH OF BURY)

Product File No: 20050289

The specifications and/or plans for this plumbing product have been reviewed and determined to be in compliance
with chapters Comm 82 through 84, Wisconsin Administrative Code, and Chapters 145 and 160, Wisconsin
Statutes.

The Department hereby issues an approval based on the Wisconsin Statutes and the Wisconsin Administrative
Code. This approval is valid until the end of July 2010.

This approval is contingent upon compliance with the following stipulation(s):

This tank must be designed to withstand the pressures to which it will be subjected.

The manufacturer must keep at the manufacturing plant a set of plans and specifications bearing the
department's stamp of approval. The plans and specifications must be open to inspection by an authorized
representative of the department.

Installation and servicing of this product must be in accordance with the manufacturer's instructions. A copy of
the manufacturer's installation and servicing instructions must be given to the owner of the system.

When this product receives wastewater from dwellings and is used as a septic tank effluent pump system, it will
produce an effluent quality with a maximum monthly average value for BOD5 of greater than 30 mg/L and less
than or equal to 220 mg/L, TSS of greater than 30 mg/L or less than or equal to 150 mg/L TSS, F.O.G. of less
than 30 mg/L and solids of 1/8 inch or less.

When this tank is used a septic tank effluent pump system, the capacity and float levels must comply with the
follow requirements:

1. A treatment zone equal to at least 2.088 times the design wastewater flow entering the tank,

2. A drawdown zone based on the system design, and

3. A one-day reserve zone above the high water alarm level based on the estimated wastewater flow.

This product is approved to use the following:

- Variable sealable opening through tank risers for electrical or pump discharge connections.

- Department approved effluent filters installed in accordance with the product approval for the filter including a
properly sized and located access opening for service and maintenance.

- Lower end pipe openings for septic, siphon, pump, holding or STEPS tank installations.
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- Department approved risers installed in accordance with the product approval for the riser.
- 24", 30" or 48" diameter PVC riser with cover attached using an acceptable locking device.

e When this tank is used a septic tank, the gallon per day design treatment capacity based on a 3 year service
interval for residential wastewater equals the tank capacity divided by 2.088.

e The gallon capacity per inch of the Containment Solutions, Inc., (8') G-6 SWT 7000 gallon tank is shown below
as height from tank bottom / gallons capacity. (i.e. 11/440 = 11 inch liquid level equals 440 gallons in tank)

4/103, 5/141, 6/183, 7/228, 8/277, 9/328, 10/383, 11/440, 12/499, 13/561, 14/626, 15/692, 16/761,
17/832, 18/905, 19/979, 20/1056, 21/1134, 22/1213, 23/1294, 24/1377, 25/1461, 26/1546, 27/1633,
28/1720, 29/1809, 30/1899, 31/1989, 32/2081, 33/2173, 34/2267, 35/2361, 36/2455, 37/2550, 38/2646,
39/2742, 40/2838, 41/2935, 42/3032, 43/3130, 44/3227, 45/3325, 46/3422, 47/3520, 48/3617, 49/3715,
50/3812, 51/3909, 52/4005, 53/4102, 54/4197, 55/4293, 56/4387, 57/4482, 58/4575, 59/4668, 60/4760,
61/4851, 62/4941, 63/5030, 64/5118, 65/5205, 66/5290, 67/5375, 68/5458, 69/5540, 70/5620, 71/5699,
72/5776, 73/5851, 74/5924, 75/5996, 76/6065, 77/6133, 78/6198, 79/6261, 80/6322, 81/6380, 82/6435,
83/6488, 84/6537, 85/6584, 86/6627, 87/6666, 88/6702, 89/6733, 90/6758 and 91/6777.

The department is in no way endorsing this product or any advertising, and is not responsible for any situation which
may result from its use.

Sincerely,

Michael J. Beckwith, CIPE
Plumbing Product Reviewer
phone: 608-266-6742

fax: 608-267-9566

e-mail: mike.beckwith@wi.gov



